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INPUT DEVICE 1 2 3 4 5 6 7 8 9 10 11 12

DUCT SMOKE DETECTOR* X X X (a)

AREA SMOKE DETECTOR* X X X X X

DOOR RELEASE SMOKE DETECTOR* X X X X X X

MANUAL PULL STATION X X X X X

FIRE ALARM SYSTEM INPUT OUTPUT SEQUENCE OF OPERATIONS MATRIX

NOTES:

* - WHILE NFPA 101 DOES NOT REQUIRE SOME DETECTORS TO NOTIFY BUILDING OCCUPANTS, VA REQUIRES ALL SMOKE DETECTORS, OTHER THAN DUCT 

DETECTORS, TO NOTIFY BUILDING OCCUPANTS.  ONLY INSTALL SMOKE DETECTORS WHEN REQUIRED BY THE LIFE SAFETY CODE OR ITS REFERENCES.

** - THOSE DOORS THAT ARE REQUIRED TO BE TIED TO THE FIRE ALARM SYSTEM SUCH AS DELAYED EGRESS AND ACCESS CONTROLLED DOORS.

(a) - DO NOT PROVIDE DUCT DETECTORS IN DEDICATED (100%) EXHAUST FANS, THEY SHOULD CONTINUE TO RUN.
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